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4th February 2009








Mr Chris Pattas


General Manager


Australian Energy Regulator


GPO Box 520


Melbourne VIC  3001








Dear Sir,





Re: OneSteel Limited Exempt Network - Application for


Approval of Distribution Loss Factors on OneSteel’s Mayfield site.





This letter seeks approval from AER to update the 33kV DLF for  Delta EMD NMI 7102000007 and the 11kV DLF for Donhad Pty Ltd site NMI 7102000008 and later this Koppers and Honeysuckle Development Corporation ( formally RLMC).


 


The new DLFs are;


33kV DLF is 1.00648  and  


11kV DLF is  1.01162














If you have any queries in relation to this request, please phone Gary Elsley on 02 49354910











Yours sincerely,











John Barbagallo





General Manager - Rod & Bar
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� OneSteel Pty Limited ABN 63 004 410 833 


PO Box 156 Newcastle 2300














OneSteel network DLF calculations for 33kV Site





Date�
Delta EMD (MWh)�
System Total (MWh)�
TotalLosses (kW)�
days in month�
TotalWhLosses (kWh)�
LF�
DLF�
�
Jan-08�
5,937.5481�
20,128.06�
45.70�
31�
33,999.99�
0.005726�
1.005726�
�
Feb-08�
4,251.1013�
19,610.50�
33.10�
29�
23,039.21�
0.005420�
1.005420�
�
Mar-08�
1,337.6482�
15,646.32�
12.47�
31�
9,280.97�
0.006938�
1.006938�
�
Apr-08�
371.6650�
17,502.98�
3.07�
30�
2,211.28�
0.005950�
1.005950�
�
May-08�
299.7510�
17,620.94�
2.46�
31�
1,828.60�
0.006100�
1.006100�
�
Jun-08�
212.9358�
16,097.18�
1.91�
30�
1,374.68�
0.006456�
1.006456�
�
Jul-08�
232.1512�
16,638.57�
2.01�
31�
1,498.49�
0.006455�
1.006455�
�
Aug-08�
121.2198�
16,318.78�
1.07�
31�
796.83�
0.006573�
1.006573�
�
Sep-08�
86.1943�
16,741.37�
0.74�
30�
534.33�
0.006199�
1.006199�
�
Oct-08�
96.4791�
15,437.02�
0.90�
31�
670.22�
0.006947�
1.006947�
�
Nov-08�
86.2794�
14,963.74�
0.83�
30�
598.33�
0.006935�
1.006935�
�
Dec-08�
94.5746�
10,839.31�
1.26�
31�
935.38�
0.009890�
1.009890�
�
�
13,127.55�
197,544.76�
9.68�
366�
85,048.87�
0.006479�
1.006479�
�









OneSteel network DLF calculations for 11kV Sites








date�
Onesteel @ NMI�
Onesteel consumer site metered�
DLF�
�
monthly metered adjusted by set DLF�
�
�
�
�
�
�
�
�
�
�
Jan-08�
14190.50789�
13872.20596�
1.0229�
�
14033.36783�
�
�
Feb-08�
15071.59956�
14919.12842�
1.0102�
�
15092.45302�
�
�
Mar-08�
13292.9938�
14032.31924�
0.9473�
�
14195.34124�
�
�
Apr-08�
17131.31855�
16758.74446�
1.0222�
�
16953.441�
�
�
May-08�
17321.19255�
17131.91155�
1.0110�
�
17330.9434�
�
�
Jun-08�
15884.24741�
15693.73324�
1.0121�
�
15876.0569�
�
�
Jul-08�
16406.41723�
16264.76558�
1.0087�
�
16453.72327�
�
�
Aug-08�
16197.55617�
16035.42086�
1.0101�
�
16221.71411�
�
�
Sep-08�
16655.17364�
16575.57192�
1.0048�
�
16768.14043�
�
�
Oct-08�
15340.53775�
15039.25925�
1.0200�
�
15213.97949�
�
�
Nov-08�
14877.4573�
14593.43782�
1.0195�
�
14762.97868�
�
�
Dec-08�
10744.73765�
10094.32816�
1.0644�
�
10211.60012�
�
�
�
183113.7395�
181010.8265�
1.01162�
�
183113.7395�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
Note - Onesteel includes all internal consumers, Donhad, Koppers, RLMC, �
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
�
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�
�
�
�
�
�
�
�
�
The Distribution Loss Factor DLF is calculated from the sum of the 12 monthly MWhs metered at the NMI, divided by the sum of the Onesteel consumer site metered MWh.�
�












ASSESSMENT OF DLFS 





In determining the DLF, the following points have been considered;





• DNSPs must assign customers to the appropriate DLF categories based on their connection characteristics; 


Comply with clause 3.6.3 – connections are at 11KV and 33KV





• DNSPs must identify the appropriate generators and consumers who require site-specific DLFs and determine their site-specific DLFs based on the required data; 


Not Applicable





• DNSPs must undertake a reconciliation between the actual and forecast losses in the previous financial year; 


Comply with clause 3.6.3 – see tables attached





• DNSPs must use the most recent actual load and generation data available for a consecutive 12 month period but may adjust this data by projected load growth in the financial year in which the proposed DLFs are to apply. 


Comply with clause 3.6.3 (see note 1)





• The levels of losses are consistent with that of a well managed network; 


Comply with clause 3.6.3





• DNSPs ‘ calculation methodologies are uniform and consistent with the methodologies used previously; 


Comply with clause 3.6.3





• DNSPs have made appropriate allowance for theft and metering inaccuracy. 


Comply with clause 3.6.3 





Note 1


Projected load increases have been assessed. However, one connection is for the Hunter Development Corporation (responsible for the former BHP steelworks site) and the NSW Government has undisclosed plans to, in the future, redevelop the site. At that time the load may increase.






























































